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Flow Demand:
Total for Month

Raw Processed Water: 189.69 ML

Treated Water : 195.30 ML

Distributed Water : 255.96 ML

Backwash Water : 7.88 ML

Notes:

2026-03-09

Powers Creek

Water Treatment Plant Monthly

Water Quality Summary

February, 2026
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Raw Water Specifications:

Date Min Max Average Min Max Average

2026-02-01 1.50 4.78 1.92 7.66 7.72 7.69

2026-02-02 1.58 5.59 1.87 7.69 7.78 7.74

2026-02-03 1.27 7.15 1.69 7.70 7.77 7.75

2026-02-04 1.30 5.52 1.74 7.38 7.76 7.59

2026-02-05 1.45 4.54 1.66 7.44 7.63 7.52

2026-02-06 0.96 4.36 1.48 7.51 7.70 7.60

2026-02-07 1.39 7.32 2.00 7.64 7.83 7.70

2026-02-08 1.23 3.85 1.74 7.74 7.84 7.79

2026-02-09 1.21 5.79 1.54 7.72 7.81 7.75

2026-02-10 1.06 3.07 1.48 7.68 7.80 7.75

2026-02-11 1.31 6.35 1.86 7.66 7.79 7.74

2026-02-12 0.86 2.35 1.27 7.63 7.73 7.68

2026-02-13 0.99 2.99 1.18 7.65 7.76 7.71

2026-02-14 1.11 2.96 1.32 7.68 7.78 7.72

2026-02-15 1.15 4.61 1.51 7.64 7.74 7.69

2026-02-16 0.85 4.07 1.61 7.63 7.73 7.68

2026-02-17 0.67 2.13 0.89 7.68 7.79 7.74

2026-02-18 0.98 4.32 1.48 7.62 7.80 7.73

2026-02-19 1.38 5.25 1.91 7.65 7.78 7.73

2026-02-20 1.33 4.20 1.67 7.48 7.75 7.69

2026-02-21 1.46 7.01 2.00 7.67 7.77 7.72

2026-02-22 1.02 3.11 1.28 7.66 7.76 7.71

2026-02-23 0.98 3.15 1.26 7.48 7.78 7.67

2026-02-24 1.39 5.00 1.63 7.48 7.80 7.67

2026-02-25 0.93 3.70 1.25 7.64 7.88 7.76

2026-02-26 1.07 3.64 1.36 7.69 7.88 7.80

2026-02-27 1.01 4.76 1.25 7.77 7.87 7.82

2026-02-28 1.35 3.56 1.64 7.79 7.88 7.83

Notes:

Raw Turbidity (NTU) Raw pH



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 2.27 2.56 2.40 6.98 7.30 7.17

2026-02-02 2.54 2.89 2.68 7.16 7.43 7.27

2026-02-03 2.86 3.36 3.05 7.19 7.40 7.29

2026-02-04 3.02 3.39 3.25 7.14 7.30 7.22

2026-02-05 3.19 3.48 3.27 7.17 7.65 7.36

2026-02-06 3.13 3.50 3.28 7.52 7.85 7.71

2026-02-07 3.00 4.08 3.10 7.71 7.96 7.82

2026-02-08 3.20 3.48 3.33 7.81 8.07 7.92

2026-02-09 2.51 3.20 2.71 7.82 8.12 7.91

2026-02-10 2.54 3.51 2.89 7.77 8.00 7.87

2026-02-11 2.77 4.03 3.52 7.73 7.97 7.82

2026-02-12 2.37 2.88 2.59 7.66 7.87 7.74

2026-02-13 2.78 3.40 3.01 7.58 7.85 7.71

2026-02-14 3.38 4.11 3.73 7.55 7.80 7.70

2026-02-15 2.40 3.76 3.04 7.54 7.79 7.69

2026-02-16 2.05 2.42 2.20 7.50 7.78 7.63

2026-02-17 1.88 2.74 2.25 7.35 96.13 7.58

2026-02-18 1.24 2.49 1.86 7.37 7.75 7.52

2026-02-19 1.03 1.27 1.11 7.41 8.03 7.69

2026-02-20 0.82 1.11 0.99 7.99 8.47 8.15

2026-02-21 0.84 1.02 0.93 7.76 8.38 8.17

2026-02-22 0.83 1.01 0.92 7.13 7.76 7.43

2026-02-23 0.75 2.70 0.90 6.77 8.98 6.93

2026-02-24 0.79 1.16 0.96 6.69 6.81 6.74

2026-02-25 1.05 1.47 1.24 6.65 6.89 6.76

2026-02-26 1.46 2.16 1.76 6.55 6.79 6.67

2026-02-27 2.04 2.59 2.25 6.43 6.64 6.51

2026-02-28 2.50 3.98 3.19 6.40 6.65 6.54

Notes:

Raw Temp (˚C) Raw DOC (mg/L)



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 90.71 93.29 91.78 -10.22 11.59 -0.33

2026-02-02 89.61 91.76 90.82 -10.13 14.50 0.74

2026-02-03 90.10 92.61 90.91 -11.44 27.40 1.14

2026-02-04 90.45 92.42 91.41 -17.30 17.43 -0.66

2026-02-05 89.42 92.25 91.16 -12.15 10.16 -0.61

2026-02-06 89.26 91.80 89.97 -13.30 16.55 -0.37

2026-02-07 88.88 90.58 90.02 -11.39 9.47 -0.79

2026-02-08 88.84 90.99 89.63 -11.32 9.42 -1.08

2026-02-09 89.60 91.28 90.09 -13.25 13.64 0.30

2026-02-10 87.98 92.38 90.06 -14.23 67.72 0.25

2026-02-11 89.26 91.10 90.36 -10.08 18.51 1.03

2026-02-12 89.14 92.70 91.01 -12.20 12.43 2.45

2026-02-13 89.24 93.11 91.04 -14.11 14.50 0.45

2026-02-14 89.33 93.50 90.71 -16.11 12.36 -3.27

2026-02-15 87.99 91.09 89.76 -12.11 12.24 -0.10

2026-02-16 82.81 87.51 86.13 -13.32 14.31 2.20

2026-02-17 -0.03 93.16 88.85 -11.34 21.42 2.68

2026-02-18 91.12 94.49 92.15 -13.25 15.65 3.14

2026-02-19 97.20 100.96 99.02 -16.02 11.28 -2.06

2026-02-20 101.53 104.77 103.11 -15.37 10.23 -5.02

2026-02-21 97.45 104.15 101.41 -9.37 21.32 1.27

2026-02-22 93.96 97.04 95.83 1.01 33.12 14.10

2026-02-23 0.09 94.00 92.85 11.40 45.23 21.82

2026-02-24 92.27 94.31 92.91 9.26 34.05 22.93

2026-02-25 87.15 96.37 95.12 10.23 30.33 18.50

2026-02-26 91.28 95.95 94.14 -60.89 35.24 18.08

2026-02-27 91.24 95.62 93.27 -6.03 31.26 11.02

2026-02-28 91.97 96.67 93.55 -7.22 15.69 2.42

Notes:

Raw Cond (µS/cm) Streaming Current

Feb 26th - low value due to flushing streaming current



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 7.00 7.03 7.02 3.45 3.81 3.63

2026-02-02 6.96 7.04 7.00 3.37 3.75 3.56

2026-02-03 7.00 7.07 7.03 3.88 4.70 4.28

2026-02-04 6.96 7.06 7.01 4.14 5.10 4.49

2026-02-05 6.97 7.09 7.01 4.26 4.51 4.42

2026-02-06 6.96 7.03 7.00 4.32 4.63 4.42

2026-02-07 6.99 7.03 7.01 4.35 4.72 4.50

2026-02-08 6.98 7.01 6.99 4.67 5.05 4.87

2026-02-09 6.90 7.02 6.97 2.92 9.04 3.81

2026-02-10 6.97 7.02 6.99 3.12 4.21 3.64

2026-02-11 6.97 7.01 6.99 3.90 4.20 4.00

2026-02-12 6.96 7.03 6.99 3.49 4.15 3.83

2026-02-13 6.98 7.01 6.99 3.17 9.96 3.88

2026-02-14 6.96 6.99 6.97 3.68 4.05 3.86

2026-02-15 6.97 7.01 6.99 2.85 3.75 3.20

2026-02-16 7.00 7.03 7.01 2.55 2.70 2.63

2026-02-17 7.00 7.02 7.01 2.34 4.48 2.66

2026-02-18 5.99 7.18 7.01 1.92 11.79 2.29

2026-02-19 7.01 7.10 7.07 1.88 2.08 1.97

2026-02-20 7.05 7.11 7.08 1.89 2.06 1.97

2026-02-21 7.01 7.07 7.04 1.86 2.36 2.03

2026-02-22 7.02 7.05 7.04 1.84 2.39 2.13

2026-02-23 6.99 7.13 7.03 0.95 3.68 1.59

2026-02-24 7.00 7.07 7.04 1.10 1.78 1.46

2026-02-25 6.97 7.17 7.02 1.18 1.78 1.48

2026-02-26 6.99 7.12 7.04 1.72 2.79 2.25

2026-02-27 6.99 7.05 7.02 2.50 5.46 2.73

2026-02-28 6.98 7.03 7.00 2.42 2.96 2.65

Notes:

Coagulated pH Coagulated Temp (˚C)



Train 1 Filter Turbidity (NTU):

Date Min Max Average Min Max Average Min Max Average

2026-02-01 0.02 0.06 0.02 0.04 0.04 0.04 0.02 0.02 0.02

2026-02-02 0.02 0.04 0.03 0.02 0.05 0.04 0.02 0.03 0.03

2026-02-03 0.03 0.03 0.03 0.02 0.03 0.02 0.03 0.03 0.03

2026-02-04 0.04 0.05 0.04 0.02 0.07 0.03 0.01 0.04 0.02

2026-02-05 0.04 0.05 0.05 0.02 0.03 0.02 0.01 0.01 0.01

2026-02-06 0.04 0.06 0.05 0.02 0.05 0.03 0.01 0.04 0.01

2026-02-07 0.04 0.05 0.05 0.02 0.03 0.02 0.01 0.03 0.02

2026-02-08 0.04 0.05 0.05 0.02 0.05 0.02 0.02 0.02 0.02

2026-02-09 0.02 0.08 0.04 0.02 0.12 0.02 0.02 0.03 0.02

2026-02-10 0.02 0.05 0.02 0.02 0.03 0.02 0.02 0.02 0.02

2026-02-11 0.02 0.04 0.03 0.03 0.03 0.03 0.01 0.04 0.02

2026-02-12 0.03 0.03 0.03 0.03 0.04 0.04 0.01 0.06 0.01

2026-02-13 0.02 0.04 0.03 0.04 0.06 0.04 0.01 0.04 0.01

2026-02-14 0.02 0.03 0.02 0.04 0.04 0.04 0.01 0.02 0.02

2026-02-15 0.02 0.05 0.02 0.04 0.05 0.04 0.02 0.02 0.02

2026-02-16 0.02 0.09 0.03 0.02 0.05 0.04 0.02 0.02 0.02

2026-02-17 0.02 0.06 0.03 0.02 0.10 0.03 0.02 0.02 0.02

2026-02-18 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02

2026-02-19 0.02 0.03 0.02 0.02 0.05 0.02 0.02 0.03 0.02

2026-02-20 0.02 0.03 0.02 0.02 0.90 0.05 0.02 0.02 0.02

2026-02-21 0.02 0.03 0.02 0.04 0.07 0.04 0.02 0.03 0.02

2026-02-22 0.02 0.10 0.03 0.04 0.05 0.04 0.01 0.05 0.02

2026-02-23 0.02 0.04 0.03 0.04 0.04 0.04 0.01 0.02 0.01

2026-02-24 0.03 0.03 0.03 0.04 0.05 0.05 0.01 0.01 0.01

2026-02-25 0.03 0.03 0.03 0.04 0.05 0.05 0.01 0.01 0.01

2026-02-26 0.03 0.04 0.03 0.02 0.06 0.03 0.01 0.04 0.01

2026-02-27 0.03 0.03 0.03 0.02 0.23 0.03 0.01 0.05 0.02

2026-02-28 0.03 0.04 0.03 0.03 0.05 0.03 0.01 0.03 0.01

Notes:

Filter 1 Filter 2 Filter 3



Train 2 Filter Turbidity (NTU)

Date Min Max Average Min Max Average Min Max Average

2026-02-01 0.02 0.03 0.02 0.05 0.07 0.06 0.02 0.07 0.02

2026-02-02 0.02 0.02 0.02 0.02 0.07 0.04 0.01 0.03 0.02

2026-02-03 0.02 0.02 0.02 0.03 0.03 0.03 0.01 0.05 0.02

2026-02-04 0.02 0.03 0.02 0.02 0.04 0.02 0.01 0.05 0.02

2026-02-05 0.02 0.02 0.02 0.03 0.03 0.03 0.01 0.05 0.02

2026-02-06 0.02 0.04 0.03 0.03 0.05 0.03 0.01 0.05 0.02

2026-02-07 0.03 0.04 0.03 0.02 0.05 0.03 0.02 0.05 0.02

2026-02-08 0.03 0.04 0.03 0.02 0.06 0.03 0.02 0.05 0.02

2026-02-09 0.02 0.06 0.03 0.02 0.11 0.03 0.02 0.54 0.02

2026-02-10 0.02 0.03 0.02 0.03 0.03 0.03 0.02 0.12 0.02

2026-02-11 0.02 0.06 0.02 0.04 0.04 0.04 0.01 0.06 0.02

2026-02-12 0.02 0.03 0.02 0.03 0.03 0.04 0.01 0.04 0.01

2026-02-13 0.02 0.05 0.03 0.03 0.04 0.04 0.01 0.04 0.02

2026-02-14 0.02 0.03 0.02 0.03 0.03 0.04 0.02 0.04 0.02

2026-02-15 0.02 0.03 0.02 0.04 0.04 0.04 0.02 0.04 0.02

2026-02-16 0.02 0.04 0.02 0.03 0.06 0.04 0.02 0.04 0.02

2026-02-17 0.02 0.03 0.02 0.03 0.08 0.03 0.02 0.05 0.04

2026-02-18 0.02 0.03 0.02 0.02 0.02 0.02 0.04 0.07 0.05

2026-02-19 0.02 0.03 0.02 0.03 0.08 0.04 0.04 0.12 0.04

2026-02-20 0.02 0.03 0.02 0.03 0.17 0.05 0.04 0.05 0.04

2026-02-21 0.02 0.02 0.02 0.04 0.05 0.05 0.04 0.05 0.04

2026-02-22 0.02 0.09 0.02 0.04 0.04 0.04 0.03 0.06 0.04

2026-02-23 0.02 0.03 0.02 0.04 0.04 0.04 0.01 0.04 0.02

2026-02-24 0.02 0.03 0.02 0.04 0.07 0.04 0.01 0.07 0.01

2026-02-25 0.02 0.03 0.02 0.04 0.06 0.05 0.01 0.02 0.01

2026-02-26 0.03 0.04 0.03 0.04 0.08 0.05 0.02 0.08 0.02

2026-02-27 0.03 0.04 0.04 0.03 0.08 0.03 0.02 0.03 0.02

2026-02-28 0.04 0.04 0.04 0.02 0.02 0.03 0.02 0.03 0.02

Notes:

Filter 4 Filter 5 Filter 6



UV Treatment:

Date

2026-02-01

2026-02-02

2026-02-03

2026-02-04

2026-02-05

2026-02-06

2026-02-07

2026-02-08

2026-02-09

2026-02-10

2026-02-11

2026-02-12

2026-02-13

2026-02-14

2026-02-15

2026-02-16

2026-02-17

2026-02-18

2026-02-19

2026-02-20

2026-02-21

2026-02-22

2026-02-23

2026-02-24

2026-02-25

2026-02-26

2026-02-27

2026-02-28

Notes:

99.53 22.72 99.93

99.79 22.42 99.93

99.69 22.95 99.93

73.67 27.22 99.93

87.28 24.32 99.93

81.18 20.48 99.93

82.00 22.02 99.93

76.75 25.80 99.93

95.71 21.85 99.93

101.20 22.06 99.93

78.62 21.50 99.93

97.75 21.58 99.93

99.29 21.02 99.93

94.85 22.02 99.93

99.10 21.20 99.93

68.59 26.88 99.93

98.94 20.60 99.93

101.12 21.20 99.93

98.94 20.98 99.61

97.94 21.80 93.93

99.49 21.50 99.93

100.11 21.15 99.93

99.32 21.70 99.93

99.51 21.48 99.93

101.22 21.10 99.93

99.55 21.52 99.93

(L/s) (mj/cm2) (%)

98.73 21.15 99.93

98.41 21.40 99.93

Average Flow Avg Validated Dose UV Availability



UV Transmittance %:

Date

2026-02-01

2026-02-02

2026-02-03

2026-02-04

2026-02-05

2026-02-06

2026-02-07

2026-02-08

2026-02-09

2026-02-10

2026-02-11

2026-02-12

2026-02-13

2026-02-14

2026-02-15

2026-02-16

2026-02-17

2026-02-18

2026-02-19

2026-02-20

2026-02-21

2026-02-22

2026-02-23

2026-02-24

2026-02-25

2026-02-26

2026-02-27

2026-02-28

Notes:

91.30 91.70 91.58

91.20 91.50 91.31

90.40 91.60 91.24

91.20 91.90 91.57

89.90 91.10 90.43

90.90 91.70 91.27

91.20 91.80 91.65

89.50 90.50 90.02

89.00 89.50 89.24

89.00 89.90 89.33

90.30 90.90 90.67

90.60 90.90 90.79

90.50 90.90 90.69

90.50 90.90 90.70

90.50 91.00 90.80

90.60 90.90 90.78

90.60 91.50 90.87

90.60 91.00 90.83

90.60 90.90 90.76

90.80 91.10 90.95

90.70 91.10 90.95

90.60 91.00 90.84

90.70 91.20 91.03

90.90 91.30 91.13

90.80 91.20 91.05

90.90 91.30 91.06

90.50 91.20 90.90

90.90 91.20 91.11

Min Max Average



Chemical Demand:

Total for Month

Chlorine Used: 3979.19 L

Notes:

Total for Month

Caustic Soda Used: 3996.44 Litres

Notes:
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Total for Month

Coagulant Used: 7366.83 Litres

Notes:

Total for Month

DAF & Residual DAF Neat Polymer 95.79 L

Total for Month

Centrifuge Neat Polymer 272.21 L

Chlorine Dose

Filtered Water Residual Cl2 Average (mg/L): 1.41 mg/L

Treated Water (Distributed) Cl2 Average (mg/L): 0.88 mg/L
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Water Quality Analytics:

Turbidity

Raw Water Monthly Average: 1.55 NTU

Treated Water Monthly Average: 0.02 NTU

Notes:
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pH

Raw Water Monthly Average: 7.71 pH

Treated Water Monthly Average: 7.71 pH

Notes:

7.50

7.55

7.60

7.65

7.70

7.75

7.80

7.85

N
TU

Date

Monthly pH

Raw H2O pH treated H2O pH



Powers Creek WTP Operational Highlights:

Power Creek Watershed Operational Highlights:

Definitions:

Ongoing Hypochlorite Project by Contrator (AECOM), all month (working on deficiencies)

Feb 2nd - swapped motor on a caustic pump #623
Feb 3rd - BC HYDRO swapped out electrical meter at plant
Feb 3rd - Contractor (TriStar Environmental) removed "foam" from PAC tanks
Feb 3rd - new NTU analyzer installed on treated water
Feb 4th - changed oils on residual DAF floc mixers
Feb 5th - inspected clear water reservoir with ROV - all good
Feb 9th - recalibrated caustic pumps
Feb 10th - inspected filtered water tank with ROV - all good
Feb 12th - flushed & calibrated PAC pumps
Feb 13th - cleaned & calibrated treated water NTU
Feb 13th - cleaned all NTU analyzers
Feb 13th - flushed streaming current
Feb 18th - cleaned all pH's
Feb 24th - cleaned & rinsed CTF poly make down system
Feb 24th & 25th - swapped out residual DAF saturator
Feb 26th - flushed streaming current

Site checks were completed weekly on all reservoirs (Tadpole, Dobbin, Horseshoe, Powers Creek Diversion, Paynter,  
Jackpine & Lambly)

Lambly headgate opened to 1100 usgpm,  6.0 ML/Day

UV Availability (%) - Calculated daily percentage of the time the UV is in operation divided by the time where there is 
flow going through the UV reactor. (Note: SCADA performing this calculation has a small error based on the time the 
values are pulled which does not allow the UV Availability to show 100% when the Reactor was operating for a full day 
without interruption (i.e. 99.93% represents a full day running without issue).



 

 

 

 

 

 

 

 

 

 

 

WATER DISTRIBUTION 

 

 

 

 











Appendix A – Quarterly Certificate of Analysis 

 

 





















 


