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Flow Demand:
Total for Month

Raw Processed Water: 169.34 ML

Treated Water : 167.98 ML

Distributed Water : 160.89 ML

Backwash Water : 4.617423 ML

Notes:

2026-03-05

Rose Valley

Water Treatment Plant Monthly

Water Quality Summary

February, 2026
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Raw Water Specifications:

Date Min Max Average Min Max Average

2026-02-01 0.52 0.87 0.58 7.75 7.76 7.75

2026-02-02 0.51 5.86 0.58 7.74 7.76 7.75

2026-02-03 0.60 0.98 0.74 7.73 7.78 7.74

2026-02-04 0.62 1.90 1.10 7.57 7.81 7.72

2026-02-05 0.42 1.53 0.74 7.56 7.85 7.78

2026-02-06 0.10 0.85 0.64 7.70 7.83 7.79

2026-02-07 0.78 1.31 1.05 7.64 7.75 7.69

2026-02-08 0.75 1.10 0.91 7.75 7.83 7.80

2026-02-09 0.41 1.01 0.66 7.81 7.84 7.83

2026-02-10 0.45 0.81 0.54 7.81 7.86 7.84

2026-02-11 0.63 0.92 0.74 7.79 7.85 7.83

2026-02-12 0.55 1.01 0.70 7.81 7.91 7.87

2026-02-13 0.69 0.98 0.81 7.81 7.88 7.85

2026-02-14 0.58 9.23 0.80 7.88 7.91 7.88

2026-02-15 0.71 23.58 0.80 7.90 7.92 7.91

2026-02-16 0.81 10.40 0.94 7.91 7.96 7.93

2026-02-17 0.50 1.14 0.79 7.93 7.97 7.95

2026-02-18 0.61 0.99 0.75 7.90 7.96 7.93

2026-02-19 0.32 1.12 0.66 7.81 8.02 7.96

2026-02-20 0.31 1.01 0.46 7.94 8.02 7.97

2026-02-21 0.39 0.99 0.65 7.92 7.96 7.94

2026-02-22 0.54 1.53 0.75 7.91 7.93 7.92

2026-02-23 0.43 14.80 0.56 7.90 7.94 7.91

2026-02-24 0.48 0.99 0.65 7.89 8.00 7.94

2026-02-25 0.32 1.03 0.51 7.96 7.98 7.97

2026-02-26 0.50 0.94 0.63 7.91 8.01 7.95

2026-02-27 0.01 0.94 0.56 7.96 8.05 8.02

2026-02-28 0.50 0.92 0.65 8.05 8.12 8.07

Notes:

Raw Turbidity (NTU) Raw pH



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 4.20 4.35 4.25 13.87 14.80 14.41

2026-02-02 4.20 4.35 4.27 14.16 14.60 14.38

2026-02-03 4.21 4.64 4.32 14.11 17.73 14.37

2026-02-04 4.24 4.79 4.46 13.87 16.07 14.29

2026-02-05 4.33 4.94 4.45 13.48 15.09 14.09

2026-02-06 4.37 4.80 4.52 13.77 14.31 14.06

2026-02-07 4.41 4.63 4.53 13.68 14.85 14.10

2026-02-08 4.46 4.73 4.54 13.72 14.31 14.07

2026-02-09 4.30 4.91 4.46 13.87 14.31 14.05

2026-02-10 4.25 4.57 4.36 13.72 14.36 14.05

2026-02-11 4.32 4.85 4.54 12.50 14.31 14.03

2026-02-12 4.29 4.99 4.44 13.77 14.51 14.03

2026-02-13 4.23 4.53 4.38 13.72 15.82 14.02

2026-02-14 4.28 4.79 4.46 13.72 14.26 14.00

2026-02-15 4.39 4.60 4.47 13.09 15.09 13.99

2026-02-16 4.47 5.31 4.99 13.63 14.70 13.97

2026-02-17 4.08 12.67 4.47 12.80 14.46 13.96

2026-02-18 4.08 4.51 4.20 13.04 116.34 13.98

2026-02-19 3.55 4.59 3.98 13.68 15.92 13.95

2026-02-20 3.56 3.97 3.81 12.50 15.97 13.94

2026-02-21 3.86 4.55 4.15 12.55 14.95 13.91

2026-02-22 4.01 4.41 4.09 13.19 14.80 13.89

2026-02-23 4.02 4.28 4.09 7.37 116.24 13.99

2026-02-24 4.11 5.17 4.18 13.24 15.58 14.05

2026-02-25 4.16 4.73 4.39 13.38 14.75 14.03

2026-02-26 4.14 4.53 4.27 13.72 14.51 14.04

2026-02-27 4.15 4.27 4.19 13.68 14.60 14.07

2026-02-28 4.12 4.40 4.21 13.87 14.36 14.03

Notes:

Raw Temp (˚C) Raw DOC (mg/L)



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 193.72 196.92 195.50 8.18 44.81 21.54

2026-02-02 194.01 196.78 195.46 -31.62 46.76 35.26

2026-02-03 193.54 196.74 195.22 -296.83 137.12 -84.29

2026-02-04 193.79 197.26 195.52 -9.16 13.80 1.59

2026-02-05 193.85 197.28 195.68 -242.86 23.81 7.93

2026-02-06 193.46 197.47 195.41 -288.03 172.53 -114.47

2026-02-07 194.87 198.14 196.54 -9.16 4.52 -2.29

2026-02-08 194.76 197.57 196.27 -14.04 9.40 -6.10

2026-02-09 194.20 198.11 196.35 -289.26 171.79 -89.37

2026-02-10 195.27 198.02 196.68 -53.85 27.96 9.93

2026-02-11 194.62 198.10 196.48 -290.96 178.39 -114.46

2026-02-12 195.32 198.70 197.13 -18.44 33.58 2.85

2026-02-13 196.19 200.01 198.35 11.36 37.00 28.40

2026-02-14 196.48 200.05 198.32 -295.85 173.75 -109.39

2026-02-15 196.73 199.62 198.28 -0.85 13.55 7.56

2026-02-16 196.58 202.66 199.87 -3.30 27.96 14.78

2026-02-17 198.89 203.47 200.80 -290.23 48.47 -58.20

2026-02-18 198.10 201.66 199.71 -268.74 87.06 -29.94

2026-02-19 197.30 203.06 200.14 -278.27 114.90 -44.13

2026-02-20 199.11 203.36 201.04 -29.67 11.11 -3.31

2026-02-21 197.86 202.42 200.06 -277.78 184.00 -174.15

2026-02-22 198.60 201.89 200.16 -31.62 -0.12 -11.73

2026-02-23 198.07 201.23 199.69 -16.97 16.73 3.91

2026-02-24 197.70 200.90 199.33 -69.96 20.15 4.46

2026-02-25 192.16 200.66 198.73 -261.42 30.65 -9.87

2026-02-26 196.49 200.74 198.53 -276.56 163.98 -86.96

2026-02-27 197.19 200.52 198.86 -82.66 29.18 5.73

2026-02-28 195.86 199.72 198.12 -12.33 13.06 4.99

Notes:

Raw Cond R (µS/cm) Streaming Current



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 7.61 7.63 7.62 3.74 4.54 3.81

2026-02-02 7.61 7.62 7.61 3.76 4.04 3.95

2026-02-03 7.51 7.76 7.63 3.74 4.68 3.92

2026-02-04 7.50 7.60 7.55 3.75 5.57 3.88

2026-02-05 7.50 7.69 7.62 3.83 4.70 4.02

2026-02-06 7.53 7.87 7.69 3.88 4.85 4.12

2026-02-07 7.56 7.63 7.59 3.95 4.07 4.00

2026-02-08 7.63 7.69 7.66 3.87 4.70 3.94

2026-02-09 7.57 7.84 7.68 3.72 5.22 4.11

2026-02-10 7.52 7.62 7.58 3.72 4.46 3.87

2026-02-11 7.60 7.88 7.71 3.82 4.94 4.09

2026-02-12 7.64 7.70 7.67 3.82 4.72 3.92

2026-02-13 7.52 7.69 7.61 3.75 4.33 4.02

2026-02-14 7.61 7.90 7.73 3.77 4.92 4.07

2026-02-15 7.67 7.74 7.70 3.88 4.27 3.98

2026-02-16 7.73 7.77 7.75 4.10 4.90 4.23

2026-02-17 7.60 7.94 7.76 3.75 12.49 4.04

2026-02-18 7.51 7.91 7.67 3.72 4.72 3.98

2026-02-19 7.57 7.96 7.69 3.22 4.51 3.73

2026-02-20 7.63 7.74 7.66 3.25 3.96 3.55

2026-02-21 7.64 7.98 7.83 3.57 4.84 4.09

2026-02-22 7.66 7.72 7.70 3.74 4.04 3.97

2026-02-23 7.53 7.72 7.65 3.75 4.76 4.00

2026-02-24 7.58 7.70 7.64 3.79 4.25 3.96

2026-02-25 7.52 7.92 7.62 3.75 4.02 3.85

2026-02-26 7.57 7.90 7.71 3.87 4.76 4.07

2026-02-27 7.55 7.71 7.64 3.77 4.57 3.93

2026-02-28 7.58 7.72 7.64 3.75 4.14 3.84

Notes:

Coagulated pH Coagulated Temp (˚C)



Raw Water Specifications (Continued):

Date Min Max Average Min Max Average

2026-02-01 115.73 115.98 115.87 10.84 10.91 10.87

2026-02-02 19.85 116.49 115.77 10.82 11.48 10.90

2026-02-03 115.34 117.19 116.12 10.71 11.09 10.82

2026-02-04 2.97 119.60 116.39 9.14 12.54 10.87

2026-02-05 115.57 119.65 116.79 9.15 11.70 11.17

2026-02-06 115.74 118.45 116.74 10.62 11.57 11.28

2026-02-07 117.40 119.66 118.42 10.12 11.07 10.62

2026-02-08 116.21 117.43 116.68 11.10 11.64 11.44

2026-02-09 7.78 117.68 116.29 11.51 11.77 11.63

2026-02-10 3.59 116.48 115.81 11.58 11.90 11.71

2026-02-11 115.82 117.12 116.33 11.42 11.76 11.66

2026-02-12 11.88 116.56 115.41 11.56 12.23 11.97

2026-02-13 22.58 116.26 115.67 11.55 12.02 11.87

2026-02-14 115.54 116.91 115.94 11.93 12.16 12.03

2026-02-15 115.40 115.66 115.51 12.16 12.20 12.19

2026-02-16 114.86 115.64 115.42 12.17 12.44 12.24

2026-02-17 4.73 116.62 115.19 12.25 12.42 12.34

2026-02-18 115.24 116.32 115.62 12.14 12.50 12.35

2026-02-19 113.41 116.52 114.82 12.40 12.91 12.58

2026-02-20 113.39 114.72 114.18 12.47 12.90 12.59

2026-02-21 114.63 116.83 115.61 12.11 12.58 12.43

2026-02-22 114.95 115.25 115.13 12.15 12.33 12.30

2026-02-23 18.78 115.66 115.23 12.14 12.27 12.24

2026-02-24 5.43 116.16 115.54 12.19 12.30 12.25

2026-02-25 50.76 117.08 116.26 12.33 12.40 12.37

2026-02-26 116.59 118.76 117.16 12.11 12.98 12.39

2026-02-27 5.77 118.48 117.19 12.89 13.02 12.94

2026-02-28 116.54 117.46 116.86 13.03 13.33 13.13

Notes:

Raw Cond Y (µS/cm) Raw Water DO (mg/L)



Raw Water Specifications (Continued):

Date Min Max Average

2026-02-01 ??? ??? 0.41

2026-02-02 ??? ??? 0.41

2026-02-03 ??? ??? 0.41

2026-02-04 ??? ??? 0.41

2026-02-05 ??? ??? 0.41

2026-02-06 ??? ??? 0.41

2026-02-07 ??? ??? 0.41

2026-02-08 ??? ??? 0.41

2026-02-09 ??? ??? 0.41

2026-02-10 ??? ??? 0.41

2026-02-11 ??? ??? 0.41

2026-02-12 ??? ??? 0.41

2026-02-13 ??? ??? 0.41

2026-02-14 ??? ??? 0.41

2026-02-15 ??? ??? 0.41

2026-02-16 ??? ??? 0.41

2026-02-17 ??? ??? 0.41

2026-02-18 ??? ??? 0.41

2026-02-19 ??? ??? 0.41

2026-02-20 ??? ??? 0.41

2026-02-21 ??? ??? 0.41

2026-02-22 ??? ??? 0.41

2026-02-23 ??? ??? 0.41

2026-02-24 ??? ??? 0.41

2026-02-25 ??? ??? 0.41

2026-02-26 ??? ??? 0.41

2026-02-27 ??? ??? 0.41

2026-02-28 ??? ??? 0.41

Notes:

Raw Manganese (ppm)

Mn analyzer is offline for the season.



Train 1 Filter Turbidity (NTU):

Date Min Max Average Min Max Average Min Max Average

2026-02-01 0.01 0.03 0.01 0.38 0.41 0.39 0.01 0.02 0.01

2026-02-02 0.01 0.03 0.01 0.39 0.44 0.40 0.01 0.02 0.01

2026-02-03 0.01 0.02 0.01 0.39 0.42 0.40 0.01 0.02 0.01

2026-02-04 0.01 0.02 0.01 0.39 0.45 0.40 0.01 0.01 0.01

2026-02-05 0.01 0.01 0.01 0.39 0.43 0.40 0.01 0.02 0.01

2026-02-06 0.01 0.08 0.03 0.39 0.42 0.41 0.01 0.02 0.01

2026-02-07 0.04 0.07 0.05 0.40 0.44 0.41 0.01 0.02 0.01

2026-02-08 0.03 0.11 0.04 0.40 0.43 0.42 0.01 0.05 0.02

2026-02-09 0.01 0.04 0.02 0.41 0.45 0.42 0.01 0.04 0.01

2026-02-10 0.01 0.10 0.02 0.41 0.44 0.42 0.01 0.03 0.01

2026-02-11 0.01 0.03 0.02 0.41 0.45 0.42 0.01 0.02 0.01

2026-02-12 0.01 0.03 0.02 0.41 3.21 0.43 0.01 0.02 0.01

2026-02-13 0.01 0.02 0.02 0.43 0.51 0.45 0.01 0.02 0.01

2026-02-14 0.01 0.03 0.01 0.44 0.51 0.45 0.02 0.04 0.03

2026-02-15 0.01 0.03 0.01 0.44 0.49 0.46 0.04 0.08 0.05

2026-02-16 0.01 0.04 0.01 0.45 0.48 0.46 0.07 0.13 0.10

2026-02-17 0.01 0.02 0.01 0.45 0.52 0.46 0.12 0.19 0.16

2026-02-18 0.01 0.02 0.01 0.45 0.50 0.46 0.12 0.13 0.12

2026-02-19 0.01 0.03 0.01 0.02 0.50 0.19 0.01 0.13 0.05

2026-02-20 0.01 0.02 0.01 0.03 0.12 0.05 0.01 0.02 0.01

2026-02-21 0.01 0.02 0.01 0.05 0.17 0.06 0.01 0.05 0.02

2026-02-22 0.01 0.01 0.01 0.06 0.08 0.06 0.01 0.02 0.01

2026-02-23 0.01 0.02 0.01 0.05 0.08 0.06 0.01 0.04 0.01

2026-02-24 0.01 0.01 0.01 0.05 0.08 0.06 0.01 0.02 0.01

2026-02-25 0.01 0.03 0.01 0.05 0.07 0.06 0.01 0.02 0.01

2026-02-26 0.01 0.03 0.01 0.05 0.07 0.06 0.01 0.04 0.02

2026-02-27 0.01 0.02 0.01 0.05 0.09 0.06 0.01 0.02 0.01

2026-02-28 0.01 0.04 0.01 0.06 0.09 0.06 0.01 0.02 0.01

Notes:

Filter 1 Filter 2 Filter 3

Filter 2 is offline for the season,  NTU analyzer was flushed and cleaned and stored with DI water on Feb 19th.
Confirmed that Filter 1 and 3 were both idle during Feb 8th and Feb 16-18.



Train 2 Filter Turbidity (NTU)

Date Min Max Average Min Max Average Min Max Average

2026-02-01 0.01 0.02 0.01 0.13 0.18 0.14 0.01 0.10 0.02

2026-02-02 0.01 0.04 0.02 0.12 0.15 0.13 0.01 0.02 0.01

2026-02-03 0.01 0.19 0.08 0.12 0.18 0.13 0.01 0.02 0.01

2026-02-04 0.10 0.21 0.11 0.12 0.19 0.13 0.01 0.03 0.02

2026-02-05 0.08 0.13 0.10 0.12 0.21 0.13 0.01 0.16 0.07

2026-02-06 0.01 0.14 0.05 0.13 0.19 0.14 0.02 0.09 0.05

2026-02-07 0.01 0.04 0.02 0.12 0.21 0.13 0.01 0.03 0.02

2026-02-08 0.02 0.04 0.02 0.12 0.21 0.13 0.01 0.04 0.02

2026-02-09 0.01 0.06 0.02 0.11 0.20 0.12 0.02 0.11 0.04

2026-02-10 0.01 0.03 0.01 0.11 0.21 0.12 0.01 0.08 0.02

2026-02-11 0.01 0.12 0.01 0.11 0.15 0.11 0.01 0.04 0.02

2026-02-12 0.01 0.14 0.02 0.11 0.17 0.11 0.01 0.02 0.02

2026-02-13 0.01 0.02 0.02 0.11 0.16 0.12 0.01 0.05 0.02

2026-02-14 0.01 0.03 0.02 0.11 0.20 0.12 0.02 0.03 0.02

2026-02-15 0.01 0.02 0.01 0.11 0.14 0.12 0.02 0.02 0.02

2026-02-16 0.01 0.05 0.02 0.11 0.21 0.12 0.02 0.04 0.02

2026-02-17 0.02 0.02 0.02 0.11 0.20 0.12 0.01 0.04 0.02

2026-02-18 0.02 0.02 0.02 0.12 0.17 0.13 0.01 0.04 0.02

2026-02-19 0.02 0.04 0.02 0.11 0.14 0.12 0.01 0.04 0.02

2026-02-20 0.01 0.05 0.02 0.12 0.26 0.13 0.01 0.02 0.01

2026-02-21 0.01 0.05 0.01 0.12 0.18 0.15 0.01 0.03 0.01

2026-02-22 0.01 0.02 0.01 0.15 0.22 0.16 0.01 0.02 0.02

2026-02-23 0.01 0.03 0.01 0.15 0.44 0.16 0.01 0.04 0.02

2026-02-24 0.01 0.02 0.02 0.16 0.19 0.17 0.01 0.03 0.02

2026-02-25 0.01 0.02 0.02 0.17 0.24 0.18 0.02 0.03 0.02

2026-02-26 0.01 0.04 0.02 0.16 0.27 0.17 0.02 0.04 0.02

2026-02-27 0.01 0.03 0.02 0.16 0.23 0.17 0.02 0.06 0.02

2026-02-28 0.01 0.02 0.02 0.15 0.27 0.16 0.02 0.05 0.02

Notes:

Filter 4 Filter 5 Filter 6

Filter #5 is offline for the season.
Filter 4 was idle from Feb 3rd - Feb 6th & during FTW cycle NTU briefly got up to .12 & .14 on Feb 11-12 returning 
back to normal before FTW cycle complete.
Filter 6 during the FTW cycle had ntu past .1NTU but returned to normal before FTW cycle was complete.



UV Treatment:

Date

2026-02-01

2026-02-02

2026-02-03

2026-02-04

2026-02-05

2026-02-06

2026-02-07

2026-02-08

2026-02-09

2026-02-10

2026-02-11

2026-02-12

2026-02-13

2026-02-14

2026-02-15

2026-02-16

2026-02-17

2026-02-18

2026-02-19

2026-02-20

2026-02-21

2026-02-22

2026-02-23

2026-02-24

2026-02-25

2026-02-26

2026-02-27

2026-02-28

Monthly Total (ML):

% of monthly water that was not UV treated: 

Notes:

0.0029

0.002%

41.18 11.48 0.0000

51.20 14.09 0.0000

82.25 22.00 0.0003

82.32 22.00 0.0000

82.73 22.00 0.0000

86.82 22.00 0.0000

82.39 22.00 0.0000

82.30 22.00 0.0003

28.14 7.94 0.0000

82.05 22.00 0.0004

65.42 17.60 0.0000

71.80 19.33 0.0003

65.18 17.73 0.0002

47.71 12.90 0.0000

83.61 22.00 0.0004

82.94 22.00 0.0000

55.05 14.83 0.0000

75.66 20.19 0.0000

82.99 22.00 0.0000

83.40 22.00 0.0000

53.14 14.56 0.0000

82.72 22.00 0.0003

82.37 22.00 0.0000

47.21 12.96 0.0000

83.25 22.00 0.0004

82.01 22.00 0.0000

55.32 15.09 0.0000

82.57 22.00 0.0004

Average Flow Avg Validated Dose Undosed Flow

(L/s) (mj/cm2) (ML)



UV Transmittance %:

Date

2026-02-01

2026-02-02

2026-02-03

2026-02-04

2026-02-05

2026-02-06

2026-02-07

2026-02-08

2026-02-09

2026-02-10

2026-02-11

2026-02-12

2026-02-13

2026-02-14

2026-02-15

2026-02-16

2026-02-17

2026-02-18

2026-02-19

2026-02-20

2026-02-21

2026-02-22

2026-02-23

2026-02-24

2026-02-25

2026-02-26

2026-02-27

2026-02-28

Notes:

83.74 89.96 88.46

85.30 90.26 88.44

85.30 89.60 88.27

85.67 90.01 88.56

86.37 91.87 88.54

84.86 89.96 88.27

83.86 89.30 88.38

85.59 90.84 88.21

83.49 90.38 88.19

87.40 89.11 88.36

87.18 89.18 88.07

87.64 89.06 88.28

87.67 89.16 88.22

87.42 88.55 88.08

87.67 89.04 88.29

87.16 88.38 87.99

86.89 88.67 87.93

88.03 89.18 88.62

87.11 88.69 87.69

87.16 88.62 87.88

87.18 88.94 88.11

87.64 88.94 88.30

87.40 89.18 88.18

87.59 88.91 88.10

87.91 89.40 88.90

87.84 88.99 88.36

87.59 88.99 88.13

Min Max Average

87.84 89.23 88.57



Chemical Demand:

Total for Month

Chlorine Used: 3394.96 Litres

Notes:

Total for Month

Casutic Soda Used: 1814.06 Litres

Notes:
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Total for Month

Coagulant Used: 8633.35 Litres

Coagulant Aid Used: 269.22 Litres

Notes:

Total for Month

Polymer @ .2% Concentration: 28626.51 Litres

Total for Month

Polymer @ .5% Concentration: 42364.05 Litres

Chlorine Dose

Filtered Water Residual Cl2 Average (mg/L): 1.34 mg/L

Treated Water (Distributed) Cl2 Average (mg/L): 0.97 mg/L
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Water Quality Analytics:

Turbidity

Raw Water Monthly Average: 0.71 NTU

Treated Water Monthly Average: 0.02 NTU

Notes:
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pH

Raw Water Monthly Average: 7.88 pH

Treated Water Monthly Average: 7.90 pH

UV Treatment

Notes:
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Rose Valley WTP Operational Highlights:

Rose Valley Watershed Operational Highlights:

Feb 3rd - Inspected both Treated Reservoir's with ROV.

Feb 4th - Received load of 12% Sodium Hypochlorite

Feb 6th - Installed new y-strainer on poly make down system for Daf and Thickener.  ROV inspection of clear well

Feb 10th - Replaced chlorine membranes on analyzers to the reservoir and to distribution.

Feb 11th - Wiseworth onsite performing compressor maintenance.

Feb 12th - Total Power onsite doing generator maintenance at RV Dam.

Feb 13th - Performed rake maintenance on Gravity Thickener.

Feb 19th - Installed ORP flow assembly, waiting probe installation and programming.

Feb 25th - Installed ORP probe & communication card. Programming coming later this week.

Feb 26th - Calibrated trim hypochlorite pumps after pump head was replaced on P757. Centrix onsite finishing up 
conduit install for BC Hydro power upgrade @ RV Dam.

Feb 27th - Programmed ORP to the raw water and historizing data moving forward.

Rose Valley Watershed
-Site checks are completed weekly for BCI, Bighorn Reservoir. RV Dam is checked daily, and Esperon Reservoir is 
checked monthly.
-Feb 3rd Level at RV is 596.76m, ran generator. Treatment plant crew will be talking over generator checks for this 
site.
-Feb 9th Completed Piezometers 
-Feb 19th RV level 596.6m



Definitions:

CL2 to Reservoir: Chlorine that is injected post Filtered Water Pumps into the 1050mm Main up to the onsite 
reservoir

CL2 to Distribution: Chlorine that is injected in the meter chamber to top up residual heading to Distribution if 
necessary.

Undosed Flow:  Water that has gone through the UV reactor that cannot be verified the target dose has been 
reached.

Filtered Water Residual: Filtered water that leaves the plant and heads to the onsite treated water reservoir

Treated Water Residual: Treated water residual that is tested in the meter vault before it leaves site and heads to 
distribution.

Setpoint to set filter offline and trigger backwash  = 0.25 NTU
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